
 

AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA

Attached are the final Questions and Answ ers.
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11-Feb-2009

10B. DATED  (SEE ITEM 13)

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  is extended, X is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS.
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).

C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION  SF 30 - BLOCK 14 CONTINUATION PAGE  
 
 
 
The following have been added by full text:  
        FINAL ROUND OF QUESTIONS AND 
 
 
 
 
 
 
Question: 
 
We are confronting the following problems? 
 

 
    

NO. DRAWING NAME Remarks 
SPECIFICATION 
PAGE ON PDF 

1 Potable Water System Drawing is Not Available.  P-64 
2 Pump House Drawing is Not Available. P-64 
3 Sanitary Sewer Distribution 

System 
Drawing is Not Available. P-65 

4 Electrical Distribution System We cant find detail from SOW . 
 It should be checked by Electrical Engineer 
according to SOW 
It is named as PTS in SOW 

P-66 

5 Generator Building depth cant be finalized till the design process 
is over but the general depth we took as .3 m 
Elevation Drawing is Not Available. 

P-66 

6 Access Road to the Camp Drawing is Not Available. P-2 
7 Lighting System Drawing is Not Available. P-67 
8 CSB Vehicle maint. Drawing is Not Available. P-75 
9 Vehicle Wash Rack DEPTH OF ELEVATION IS NOT GIVEN SO 

WE CANT FIND VOLUMETRIC QUANTITY 
P-79 

10 GSE Communication Armament 
Maint. 

DEPTH OF ELEVATION IS NOT GIVEN SO 
WE CANT FIND VOLUMETRIC QUANTITY 

P-77,78,79 

    
 
Answer 
 
 
NO. DRAWING NAME Remarks 
 
SPECIFICATION PAGE ON PDF 1 
 
Potable Water System 
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Drawing is Not Available. Comment: Design/Build contract; contractor is 
responsible for design and layout of the potable water system. 
 
P-64 
 
 
 
 
 
2 Pump House 
 
Drawing is Not Available.  Comment: Design/Build contract; contractor is 
responsible for tying into existing water system. 
 
P-64 
 
3 Sanitary Sewer Distribution System 
 
Drawing is Not Available. Comment: Design/Build contract; contractor is 
responsible for design and layout of the sewer system. 
 
P-65 
 
4 Electrical Distribution System 
 
We cant find detail from SOW.  It should be checked by Electrical Engineer 
according to SOW. It is named as PTS in SOW Comment: Design/Build contract; 
contractor is responsible for design and layout of the electrical 
distribution system. 
 
P-66 
 
5 Generator Building 
 
depth cant be finalized till the design process is over but the general depth 
we took as .3 m Elevation Drawing is Not Available. Comment: Elevation of 
Generator Building isn't relevant. 
 
P-66 
 
6 Access Road to the Camp 
 
Drawing is Not Available. Comment: General location of access road to camp is 
located on the Site/Master Plan drawing. Contractor is responsible to verify 
estimated distances listed in the SOW. 
 
P-2 
 
7 Lighting System 
 
Drawing is Not Available. Comment: Design/Build contract; contractor is 
responsible for design and layout of the lighting system. 
 
P-67 
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8 CSB Vehicle maint. 
 
Drawing is Not Available. Comment: Drawing was provided. 
 
P-75 
 
9 Vehicle Wash Rack 
 
DEPTH OF ELEVATION IS NOT GIVEN SO WE CANT FIND VOLUMETRIC QUANTITY Comment: 
Not relevant; design/build contract. 
 
P-79 
 
10 GSE Communication Armament Maint. 
 
DEPTH OF ELEVATION IS NOT GIVEN SO WE CANT FIND VOLUMETRIC QUANTITY Comment: 
Not relevant; design/build contract. 
 
P-77,78,79 
 
 
Question: 
 
1.  Special Clauses Section 01060, Paragraph 1.3 "Contractor's Mobilization 
Area" states,  
 
"The Contractor will be permitted to use an area [approved] [designated] by 
the Contracting Officer within the contract limits for operation of his 
construction equipment and plants, shops, warehouses, and offices."  
 
  
We have recently been told that contractor's will NOT be allowed to build 
their mancamps within the Kandahar base's perimeter which means there will be 
a huge increase in costs, by renting land outside the base, having it de-
mined, an entirely different security approach to include 360 degree 
perimeter security with HESCO walls, armed guards, etc. 
 
  
Can the Government please confirm to all bidder's if we should assume we will 
be able to build a mancamp within the base or if we should include costs for 
setting up our facilities outside the base. 
 
Answer?  Area C, see attached, will be provided by the United States 
Afghanistan Engineer District for use by the awardee/contract holder for 
construction equipment, plants, shops, warehouses, offices and a mancamp. 
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Question 
 
Ref: 4.2 Wadi Diversion and Mitigation, please clarify the length of wadi diversion and mitigation. What is 
the cross section detail of new wadi? 

 
Answer 
 
Field verification of site conditions is the responsibility of the perspective bidder. There is no “new wadi” 
identified in the amended RFI. 
 
  
Question 
 
Is it acceptable to construct the interior partition walls of building without reinforcement ?  
 
Answer 
 
All construction must be in accordance with applicable contract referenced design requirements. 
 
 
  
 
(End of Summary of Changes)  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 






